
pH TSS BOD Aluminium 
mg/L mg/L mg/L

8.5 100 20
6.5

6.5 - 8.5 100 20 0.055

8 8 8 8
8 8 8 8

Date of sample Date of Report

12/07/2023 18/07/2023 7.4 3 <2 0.26 Sludge Pond Yes
8/08/2023 17/08/2023 7.7 3 <2 0.26 Sludge Pond Yes

13/09/2023 21/09/2023 7.7 <2 <2 0.2 Sludge Pond Yes
11/10/2023 20/10/2023 7.8 3 3 0.27 Sludge Pond Yes
9/11/2023 20/11/2023 7.8 14 5 0.72 Sludge Pond Yes

12/12/2023 21/12/2023 7.9 4 <2 0.64 Sludge Pond Yes
9/01/2024 18/01/2024 7.9 5 3 0.32 Sludge Pond Yes

14/02/2024 22/02/2024 7.6 2 <2 0.19 Sludge Pond Yes
NT – not tested  

Lowest sample value

Approach changed after April 21 sampling. Licence compliance assessed only if sampled at discharge point otherwise mark as 'NA'
Note: Sampled at: 'Discharged point' (when release is seen) or 'Other - specify location' (e.g. sludge dam, river etc) 

EPA License 2508 monitoring results 2023/2024

NC - not collected no water to sample

 WTP Water Discharge

Sampled Location
Licence Compliance 

Assessed for discharge point

Alert Limit (upper)
Alert Limit (lower)

Number of Samples Collected
Number of Samples Required

Highest sample value
Mean sample value

ANZAC Guidline


